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EXPLANATION OF CONTACT 1D 

Contact ID mporting provides faster transmission speed and very 
specific event Mxk reporting, resulting in f&r, more confidcIlt alarm 
decision making by the central station when compared to other rcport- 
ing formats available (Adcmco Low Speed, Sescoa, Radionics, ctc). 
This is the only format that can identify all protection zones by their 
unique zone (contact) numbers, and provides a l-digit event qualifier 
and 3-digit specifically defuxd event code which quickly identifies the 
condition being reported. 

Contact D reporting takes the following format: CCCC Q m CX ZZZ 
CCCC = customer (subscriber) number. 
Q = event qualifier, E = new event, R = restore. 
EEE = event cd. 
GG = partition number. 
ZZZ = zone/contact ID number reporting the alarm (OOl-099), or 
user numhcr for opcnklosc reports System status messages (i.e. 
AC Loss, Low Battery) contain acres in the 222 location 

TECHNICAL DATA 

Contact ID reports DTIvfF (Dual Tone Multi-Frequency) at 10. 
characters per second and responds to a 1400 Hz followed by a 2300 
Hz lmndhkc, and a 1400 Hz kissoff. This format also uses ch&sum 
verification instead of two round verification. A complete report takes 
under 3 mn& 

ADVISORY 

Adcmco’s new Contact ID reporting is capable of uniquely report- 
ing all zmcs of information, as well as opening and closing for all us- 
trs, to central stations equipped with the Adcmco 685 receiver using 
s&ware kvcl4.4 or higher. For information regarding updating the 
685 rcccivcr, contact Adcmco’s technical support group at: 

l-800-64517492 
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CODE DEFINITION 

110 

111 
113 
121 
122 
123 
131 
132 
134 
135 
150 

200 
301 
302 
305 
306 

309 
310 

321 
322 
332 
351 
352 
373 
380 
382 
383 

401 
406 

SUMMARY OF EVENT CODES 

Firt Alarm - Response Type 09 

Smoke Alarm - Response Type 16 
Waterflow Alarm - Response Type 17 

Dllsss 
Silent Panic - Response Type 06 
Audible Panic - Rcqxmc Type 07 
Perimeter Burghy - Response Type 03 

Interior Burglary - Rmponsc Type 04 and 10 
Entry/Exit Burglary - Response Type 01 and 02 
Day/Night Burglaxy Alarm - Response Type 05 
24 Hour Auxilii - Rcsponsc Type 08 . 
Zonc&nsor Supmisoxy - Response Type 18 
ACLoss 
Low System Battery 
System Reset 

ProgramTamper 
Battery Test Fail 

Ground Fault 
Main Bell Trouble 

Awdiary Bell Trouble 
Polling Loop Short 
Primary Telco Line Fault 

Secondary T&o Line Fault 
Fin Loop Trouble - Response Type 09,16,17, anr 
Sensor Trouble - Response Type OS and 19 
RPM ScmsorTroublc 
RPM Sensortamper 

opc~clo6c by User 
cancel by user 

d 18 



Opening/Closing Remote (downloader) 
Quick Arming 
Keyswitch Open/Close 
CallbackRqucsted 
A&d- Stay Modt 
Main Bell Disabk 
Auxiliary Bell Disable 
Auxihry Relay Disabk 
Dialer Disabk 

d $ 602 

607 
621 
622 
623 
624 
625 

Periodic Test 
Walk Test Mode 
Event Log Reset 
Event Log 50% Full 
Event Log 90% Full 
Event Log Overflow 
Tim - Date Reset 

(What to expect at central station) 

RlOl 00 tmo Printer 
English 

Subscriber Event Code Partition # Con&t # or Message 
TI\a 11-a 

I 1 UIIcErf I I 

ALARMS 

DESCRIPTION OF EVENT CODES 

‘fhc following azc Contact ID reports htcd by event (i.e. Alarms 
Restores, etc.) and appear exactly as they would on a printout Corn an 
Adcmco 685 receiver. 

Entm/Ehit Bunzlarv - Runonse tvms 01 and 02 
l Ahm=XXXXE134 00 COO2 (I’) ‘BURG*-Enuy~yooZ 

l ~=xxxxRI34ooam (v)ltEs-mRE-Encly~t~2 



Perimeter - Resuonse Tvue 03 

l Ahm = m El31 00 COOZ (v) *BURG, - Perimctcr-NOOZ 

l Restore = Mcxx R13 100 co02 (V) RESTORE - Perimeter4OOZ 

Interior - Resuonse TVDCS 04 and 10 
. AJmn = XXXX El32 00 COOZ (V) *BURG. - Interior4002 

. Restore = XXXX R132 00 COOZ (I’) RESTORE - lntcrior4OOZ 

Dav/Niebt - Resuonse ‘hue 05 
l AJam = XXXX El35 00 COOZ (v) *BURG* - DayMighHOO~ 

. Restore = XXXX R135 00 COOZ (V) RJXlWE - Day/NigJMOOZ 

24 Hour Silent Panic - Resoonse he 06 
l Alarm = IEXX El22 00 COOZ (V) *PANIC* - Silent Panic4OOZ 

. Restore = XxXx RJ22 00 COOZ or) RESTORE - Silent Fanic-#ooZ 

24 Hour Audible Panic - Resuonse Tvue 07 
. Alarm = XxXx El23 00 COOZ gr) *PANIC* - Audible hnic+OOZ 

. Restore = XXXX R123 00 COOZ (V) RESTORE - Audible F’anic-#OOZ 

;L4 Hour Auriliarv Panic - Resuonse Tvbe 08 
. AJarm = XXXX El50 00 COOZ (v) *ALARM* - 24Hr. Non Burg#OOZ 

. Restore = XXXX RHO 00 COOZ (I’) JtESlXIRE - 24Hr. Non BurgdOOZ 

Duress 
. XXXXEl2lOOCOO? (v) .PANJC.Duress 

Fire Alarm - Resuonse Tvue 09 
. AJam=:XXXXEllOOOCOOZ (V) *FIRE*-FireAJamdOOZ 

. Restore-XXXXRllOOOC9OZ (V)REST0RE-FireAJam4OOZ 

Smoke Detector Alarm - Resbonse Tvue 16 
. Alann=XXX%ElllODCOOZ (V) *FIRE*-SmoJ~eDetcctor-fIOOZ 

. Resme~XXXXRlll00COOZ (V)RES’lYIRE-SmoJccDctcctor-di#)OZ 

Waterflow Narm - Resuoase Rue 17 
. AJarm=XYGCXE113OOCOOZ (V)*FlRE*-WatcrFlow~ 
. R&ore-XXXXR113OOCMZ (V)RESTGRE-WaterFlow~ 

Fire Suuervisorv - Resuoase ‘hue 18 
. &um=XX%%E2OOWCWZ (V)*SUFER*-FircSupcrvby~ 

. lc&ore~xxxXR2OOOOCWZ (‘V)RESTGRE-FJrcS~~ 
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ZONE TROUBLES 

Sensor Trouble - Resuonsc Tvue 05 and 19 
l Fault = XXXX E380 00 CD02 (v) TROUBE - Sensor Trouble4OOZ 

l l&store= XXXXR38OOOaKlZ (V)RESTORE-ScnsorTroubHOOZ 

Fire Trouble - RCSDOIIS~ ‘hme 09.16.17. and 18 
l Fault=XXX.XE373OOCOOZ (V)TRouBLE-Finho@ 

. Restore=MCXXR373OOCOOZ ORESTORE-FinLoop-MOZ 

SYSTEM TROUBLES 

AC IAss 
4 Loss=YUUCXE30100COOO or)TROUBL.E-ACPowcr 

. Rcston=XXXXR3OlOOCQOO or)RESTORE-ACPowcr 

Low Svstem Batterv durine Automatic Test Cvcle 
l LowBatt=XXXXE30200CtMO (V)lROUBE-LowSystcmBattery 

4 kstorc=X%XXR30200COOO (v)RES’NIRE-LowSystcmBattery 

Low System Batterv during Manual Test Cvcle 
l LawBatt=XXXXE30900COOO (V)TROUBLE-BatteryTcstfailurc 

l Rcstolc=YocxxR30200Cooo or)REsToRE-LowsystcmBattcIy 

Polline Loob Short 
l Short=xxxXE332OOCO!J7 (V)TROUBIE-PollhgLoopShort 

. Restore-xxlo(R332oOC097 (v)ltBSlDRE-PollingLoopShort 

Ground Fault 
. Fdt=XYMCE31OOOC072 (V)‘lROUBLE=GroundFault4072 

4 Reston-YCXXXR31OOOCO72 (v)RESlDRE-GrwngFauMO72 

pain Bell Trouble - Bell #1 
l Fault-xxxxE32100an0 (v)TRouELE-BcwSiren#I 

l Rcs&xe=xxxxR32100Co70 (v)REsIoRE-BcwSiidll 

@riliarP BcJl Trouble - Bell #2 
4 Fault~xxxxB32200co71 (v)TRouBm-Bclusiin 
l llcaoxe=xxxxlt322wm1 (v)RAlzsTo~-Bclusiltn#2 
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Phone Liae Fault - Line #l 

l Fault = XXXX EM100 Co74 (V) TROUBLE - Phone Line #I 

l R~tore=XXXXR35100CO74 ORESTORE-PhoneLineiyl 

Phone Line Fault - Line #2 
l Fault = ICU0C E352 00 C075 or) TROUBLE - Phone Line #2 

l Rcston=XXYCXR35200CO75 ORESTORE-PhoncLineirZ 

RP.M. Sensor Tamper - (cover tamDer\ 
l Fault = XXXX E383 00 co02 (v) TROUBLE - Sensor Tamper-#OtIZ 

l Rcstore=XXXXl?38300CO02 (VJRESXME-ScnsorTamper-#ooZ 

RP.M. Sensor Trouble - (not found on nolline 100~1 

l Trouble=XXXXE382OOCO0Z (V)TROUBLE-RPMSemor 

super#ooZ 

l More = XxXx It382 00 COOZ (v) RESTORE - RPM. Sensor 

TamperdOOZ 

OPENING/CLOSING 

Oueniae bv User 
l XXXXE4O1OOUOOO (V)OPENING-User#OOO 

Closine bv User 
. XXXXR40100UOOO (V)CLOSING-User#ooo 

Ouick Arming 
l YCXXXR40800UOOO (‘V)CLOSING-QuickArm 

Kevswitch Arming 
. XJDiXR40900U000 (V)CLOSING-Kqmvitch 

Kevswitcb Disarm 
. XXXXE4WOOUOOO (V)OPENlNG-Keymitch 

Armed - Stav Mode 
l XXXXR441OOUOtM (V)CIDSlNG-ArmedStay-UserMOO 

’ (a sendsE401) 

Cancel bv User 
. xmxmo6ooUxM (V)OPENING-Cancel-UserdO 
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aosjnp _ Remote (downloader\ 
. xxxXR407OOCXMO (V)cLoSlhJG-Runotc 

oDeninP - Remote (down’oaderl 
. xYOCxE407ooCSOO Iv)OPENlNG-remote 

BYPASS 

Bvuass Zones 
l Bypas5~I0CXXU7OOOCOOZ (V)BYPASS-ZoneBypass40OZ 
l Restore=mxxRs7ooocwz (v)REsToRE-zoneBypas#ooz 

Main Bell Disable - Bell #l 
. Bypass5XXXXES2100CU70 (V)DISABLE-Bdl/Siren-#l ~ 

l Rcsttm-xMMR521oOcofO (V)RESTORE-Bell/Siren-#1 

Ausiliaw BeIl Disable - BelI #2 
l Bypass 0 XXUC ES22 00 CO71 (V) DISABLE - Bcll/Sircn~- #2 

l Rcstofc~XXXXR!U200~1 (V)REsToRE-Bell&ah-#2 

Auriliarv Relay Disable 
l Bypass = XxXx ES24 00 Co76 (v) DISABLE - Trouble Relay 

;y< ::- 
l Rcstore~XXXXRS24oOCO76 ORESTORE-TroubleRelay 

Jk¶ain Dialer Disable 
. grpass-XXXXESS100CMI~DISABLE-DialaDisablc.’. :. 

l Rcaore-~RSS1OOC074 (V)RESIORE-DialerDiqable 

Backub Dialer DisabIq 
. Bypas=XXXXE§SlOOC37S(V)DISABJ.E-DialerDisable 

l Rcstore=xxxxIu5100ms (v)REsToRE-DiakrDisabIe 

EVENT LOG 
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Event LQ~ Reset 
. ?UCXXE621OOcooO (V)TFtOUBLE-EventLog Reset 

Event Loe 50% FuU 
l xxxXE6~ooCmo (V)lROUBLE-EvlcntLog5O?AFuU 

Event Loe 90% Full 
l ~~Et523OOa)(K) (V) TROUBLE-EvcntLog9O%FuU 

Event IAw Overflow 

. xxxxE624ooCooo(V)TROUBIE-EvcntLugOvccfbw 

MISCELLANEOUS 

d 

Svsteti Reset 
. X#0CE305OOCfJOO (V)lROUBIE-Sjstcnbet 

Pronram Tamoer 
i xxeE30600atoo (v) TROUBLE-Ro~gChango 

Periodic Teq . 
4 ~&02ooaK)o (VJIesT-Periodic 

-,-. 
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