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The Ferrite Bead supplied with this Fire Alarm Control Panel/Power Supply is
used for RF  filtering.  Installation of the Ferrite Bead is required to conform with
Compatibility Directive 89/336/EEC for European Communities (EU require-
ments).

Overview

Installation
 Install the Ferrite Bead�making sure to wrap the neutral and hot wires twice
around the bead�as  shown in the illustration.
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