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ECN 99-107

Keltron 95M3158 TTM-RPS
1.  Terminals 7 and 8:  Remote station alarm/trouble inputs.
2.  Terminals 9 and 10:  Sprinkler supervisory input.
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CAUTION!
For reasons of wiring diagram clarity,
terminal designations of Keltron mod-
ules are not shown in actual order.
Follow Keltron manual and module
markings for exact terminal locations
to prevent severe module damage!

Note: Switch S4 on MPS-400 must
be in the down position.
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